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NOTES FOR DESIGNER:

DESIGN LIMITATIONS:

SITING CRITERIA:

DESIGN CRITERIA:

CONSTRUCTION CRITERIA:

3/4"=1'-0"

1' 6" 0 1' 2'

1 1/2"=1'-0"

4" 0 6" 1'

BELOW GRADE - SECTION
VIEWL

C-XXXX

ABOVE GRADE - SECTION
VIEWL

C-XXXX

( DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

GENERAL NOTES:

1.     IF THIS SHEET IS NOT 24"X36" USE GRAPHIC SCALE ACCORDINGLY.

PROVIDE DEBRIS CAPTURE ON ROOF COLLECTION SYSTEM, OPTIONS INCLUDE

FIRST FLUSH PIPE WITH BOTTOM CLEAN OUT CAP OR DIRECT ROOF INLET PIPE

TO CISTERN WITH WIRE SCREEN MESH OVER INLET OPENING

MANHOLE ACCESS FOR MAINTENANCE

CISTERN, SIZED BASED ON CONTRIBUTING ROOF

RUNOFF VOLUME

OVERFLOW PIPE, COORDINATE OVERFLOW TO

CONTROLLED RELEASE AREA

WATER LEVEL FLOATS

CONCRETE SUPPORTING  SLAB AND FOOTING

DESIGNED FOR CISTERN LOADS

TO IRRIGATION SYSTEM OR REUSE

SUPPLY FROM BACK UP WATER SOURCE

ROOF WATER COLLECTION

SEDIMENT TRAP

OR FILTER

OVERFLOW

PIPE

BELOW-GRADE CISTERN TANKS W/ WATER LEVEL FLOAT CONNECTED

TO CISTERN IRRIGATION PUMP CONTROLS AND BACKUP FILL LINES,

W/ MAINTENANCE ACCESS

IRRIGATION CONTROLLER W/ RELAY TO

AUTO-FILL BACK UP SYSTEM

BACK UP WATER SUPPLY VALVES CONNECTED

TO RELAY FOR AUTO FILL

SUPPLY FROM BACKUP WATER SOURCE

WATERLINE TO IRRIGATION SYSTEM

WATER LEVEL FLOATS

1. INSTALL PER MANUFACTURER SPECIFICATIONS.

2. DISCHARGE OVERFLOW TO CONTROLLED RELEASE AREA.

3. IDENTIFY APPROPRIATE MATERIALS AND HOLD POINTS FOR

INSPECTION AND APPROVAL.

4. PROVIDE ACCESS FOR MAINTENANCE.

1. PREFABRICATED TANKS OF PLASTIC, METAL, OR CONCRETE

SHOULD BE  USED.

2. THE INTERIOR OF THE STORAGE TANK SHOULD BE ACCESSIBLE FOR

PERIODIC INSPECTION AND MAINTENANCE.

1. SITE CISTERNS TO UTILIZE GRAVITY-FED PRESSURE TO OPERATE.

2. AVOID PLACING VEGETATION WITH INTRUSIVE ROOTS NEAR OR ON

TOP OF BELOW-GRADE TANKS.

3. AVOID PLACING CISTERNS ON THE NORTH SIDE OF BUILDINGS.

1. ABOVE GROUND STORAGE SYSTEMS MAY BE SUSCEPTIBLE

TO FREEZING AND CRACKING DURING WINTER MONTHS.

IRRIGATION CONTROLLER

W/ RELAY TO AUTO-FILL

BACK UP SYSTEM
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