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GENERAL NOTES:
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PROJEGTS. FOR ML—1/ML-2,
ADDITIONAL REQUIREMENTS AND QA
REVIEWS ARE REQUIRED. (REMQVE
THIS NOTE WHEN INSERTED INTO A
DRAWING PACKAGE).

DRAWINE DEVELOPED FER ML-3/ML-4
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INTERIGR  DIMENSIONS: G—O WIDE x 12'—6" LONG x 7°-0" HEADRGQOM,
APPROX

. ; [BS,
|Nb = 10200 LB,
= 17,300 LBS.

MINIMUM EXCAVATKIN 15'-0° x @'—0" x DEPTH T0 SV,

ACOESSORIES:

— LADDER, HOT-DIPPED GALVANIZED STEEL

— CABLE-SUPPART CHANNELS, HOT—DH'—"PEIJ CALVANIZED STEEL,
EMBEDDED IN MANHOLE WALLS DN OENTER

DABLE SUPPDORT BRAGCKETS, HI:5T —-DIPPED <ALVANIZED

CABLE SUPPORT SADDLES, PORGELAIN

MANHOLE RING AND COVER, CAST IRON, GLASSIFIED E HEAVY. DUTY
AND RATED 18,000 POUND'WHEEL LOADS, MARKED TRIC

CONCRETE: 4000 PSI MINIMUM COMPRESSIVE STRENGTH.

REINFORCING: PER ASTM C478-0Z USING GRADE 40 STEEL BARS.
grAIKhUEEI_ERg‘I REINFUREING SHALL BE WELDED DR LAPPED AT LEAST 4Q

STRENGTH: PER AASHTC H-2C LIVE WHEEL LOAD PLUS DEAD LOAD.

DRAINAGE: PROVIDE DRAIN ROCK SUMP 2°-0” DEEP, 3"-0" DIAMETER
CENTERED BENEATH SUMP HOLE,

SEALING: APPLY SEALING MASTK: TO JIINTS AND BETWEEN MANHQLE
RING AND TGP OF MANHQLE.

GRODUND ROD: 3/4™® x 8'-0" COFPERWELD.
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