FILE FILE
NAME SYMBOL DESCRIPTION NAME SYMROL DESCRIPTION
E001
0 NOT USED E042 || EMERGENCY UGHT FXTURE
DCBA E043 v—OA LIGHT POLE WITH FIXTURE
HOMERUN CONDUIT
— GROUND E044 %A EMERGENCY LIGHT FIXTURE
| PHASE RECHARGEABLE TYFE
| A
| z‘gﬂr_ﬁzﬁp EQ45 —_ FLODDLIGHT
— INSTRUMENT GROUND E04G X CEILING MQUNTED EXIT SKN —
EQ0B —_— FLEXIBLE CONDUIT ARROW AS INDICATED
E007 e CONDUIT DOWN E047 v o TWO FACED EXIT SIGN
Eggg o— ﬁg'fl%”sTEDUP E04B H¥ WALL MOUNTED EXIT SIGN
gﬁ —"—_] ggz%:; ;EgL E048 NN CLEARANCE IN FRONT OF PANEL BOARD
48V LP—
E012 Coon BUSWAY WITH DESCRIFTION EU50 | — HSHE% PANEL — 250 VOLTS
G
E013 - GROUNDING GONDLICTOR cost NOT USED
EC14 TTTTTTT CABLE TRAY WITH DESCRIPTION
T TRANSFORMER
EG1I5 @ CELING JUNCTION BOX Ens2
ED16 KD WALL JUNCTION BOX £osoa | AEAFH FUSIBLE DISCONNECT
EC17 TO EO1B NOT USED EO53 SODJ NON—FUSIBLE DISCONNECT SWITCH
NUMBER INDICATES SWITCH SIZE
E019 @ DUPLEX RECEPTACLE OUTLET ( )
COMBINATION MAGNETIC STARTER
E020 @ SINGLE RECEPTACLE OUTLET E054 IZJ AND CIRCLIT BREAKER
20A
E021 :@: DOUBLE DUPLEX RECEPTACLE OUTLET 2D — INDICATES CIRCUIT BREAKER
TRIP
GFCI GROLUND FAULT CIRCUIT INTERUPTER NUMBER INDICATES
E022 S BUPLEX OUTLET WITH WEATHERPROOF ED55 Z] MAGNETKC STARTER  NEMASTARTER SToF
E023 Q SPUT WIRED DUPLEX REGEPTACLE
EQSB
E024 €H>'G DUPLEX ISOLATED GROUND ADJUSTABLE SPEED DRIVE
AST—1
SPECIAL PURPOSE CUTLET — 057
E0Z5 @3 USE SUBSCRIPT TO IDENTIFY —S=1 | AUTOMATIC TRANSFER SWITCH
TYPE IN SPECS
. FLOOR RECEPTACLE OUTLET EQ58 MOTOR {NUMBER INDICATES HP)
E026 == USE_SUBSGRIPT TO IDENTIFY
TYPFE IN SPECS E059 El BELL
E027 CM W W1 | RECEPTACLE RACEWAY
SINGLE POLE SWITCH — EQB0 K HORN "H" OR SIREN "S"
E028 §* USE_SUBSCRIPT TO DESIGNATE
N CONTROL OF PARTICULAR QUTLETS EOB1 |f| BUZZER
E029 L +=2 DOLBLE POLE SWITCH
cosa . +=3 THREE-WAY SWITCH EOE2 [« PUSHBUTTON
- *=4 FOUR—WAY SWITCH
£031 . *_WP WEATHERPROOF SWITCH E0B3 v MANUAL FULL STATION
TJI-MKMERKESTM?(;ERATED SWITCH EOB4 K FIRE ALARM HORN (V=VISUAL SIGNAL)
E032 HAB0 | NUvBER INDICATES WATTAGE E0BS & PHOTOELECTRIC SMOKE DETECTOR
E033 H® PHOTOCELL EOBA <> IONIZATION SMOKE DETECTOR
B REMOTE CONTROL SWITCH EOQG7 <I'> THERMAL DETECTCR
Fod4 30 B POLE, 30 AMFS DUCT SMOKE DETECTOR
A EOBa ®=D (PHOTUELECTRIC)
2'X4" FLUORESGENT LIGHT FIXTURE oH
E03S 0 A=FIXTURE TYPE EQBS [ MAGNETIC DOOR HOLDER
= 1=CIRCUT NLMBER
'A o=SWITCH CONTROLLING FIXTURE EO7a E PRESSURE SWITCH
1'X4' FLUGRESCENT STRIP FIXTURE E071 =
E036 O 1] ~ = FLOW SWITCH
1.a q:@?ﬁTcUuRrF Lﬁm E072 [5] VALVE SUPERVISORY SWITCH
o=SWITCH CONTROLLING FIXTURE £G73 END OF LINE DEVICE
EOLD
£037 A 1'X4" WALL MOUNTED FLUORESCENT | _ .
@ FIXTURE FIRE ALARM CONTROL PANEL
A E07S | ——F FIRE ALARM RACEWAY
E03B O 2'X2" FLUGRESGENT LIGHT FIXTURE EG75A O CLOCK QUTLET
A
IE' 2'X2" FLUDRESCENT LKGHT FIXTURE E0758 '_® THERMOSTAT
E039 A=FIXTURE TYFE
1=CIRCUT NUMBER E076 ® CEILING SPEAKER
1.4 a=SWITCH CONTROLLING FIXTURE | _ %S WALL SPEAKER
A
EO40 |©! CEILING MOLINTED LIGHT FIXTURE EC7H A 4 TELECOMMUNICATIONS OUTLET
WALL MOUNTED INGANGESCENT
E041 HiA FIXTURE E079 @ FLOOR MOUNTED TELECOMMUNICATIONS OUTLET
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