SPRINKLER SYSTEM RISER DETAIL

SCALE: NONE

NOTES FOR DESIGNER: (DO NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. SEE SHEET 6.

KEYED NOTES:

1. LOW NITROGEN PRESSURE ALARM SWITCH.
2. DRY PIPE VALVE WITH COMPLETE UL LISTED TRIM PER SPECIFICATION.
3. TRACER WIRE TEST STATION (NOT UNDER SPLASH BLOCK).
4. 2" MAIN DRAIN WITH 45° ELBOW TURN DOWN.
5. TO NITROGEN SUPPLY (GFE).
6. NITROGEN PRESSURE MAINTENANCE DEVICE/REGULATOR.
7. TAMPER SWITCH.
8. FIRE DEPARTMENT CONNECTION.
9. ALARM SHUT-OFF VALVE WITH TAMPER SWITCH.

DRAWING DEVELOPED FOR ML-3/ML-4 PROJECTS. FOR ML-1/ML-2, ADDITIONAL REQUIREMENTS AND QA REVIEWS ARE REQUIRED. (REMOVE THIS NOTE WHEN INSERTED INTO A DRAWING PACKAGE.)